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REVISIONS

GENERAL NOTES

MECHANICAL GENERAL NOTES

LEGEND AND SYMBOLS

DATE| FOR

1.  CONTRACTOR SHALL VERIFY DIMENSIONS IN FIELD PRIOR TO PROCEEDING
WITH ANY WORK.

2. THESE DOCUMENTS HAVE BEEN PRODUCED TO THE BEST OF THE ENGINEER'S
ABILITY FROM AVAILABLE EXISTING INFORMATION AND/OR SURVEY OF FIELD
CONDITIONS. IT IS THE RESPONSIBILITY OF THE CONTRACTOR TO VERIFY THE
EXISTING FIELD CONDITIONS PRIOR TO BID AND PROVIDE A WRITTEN
SUBMITTAL TO ENGINEER IDENTIFYING ANY DISCREPANCIES OR VARIANCES
FOUND. THE SUBMITTAL MUST ALSO INCLUDE ANY COSTS REQUIRED FOR THE
CONTRACTOR'S WORK TO MEET EXISTING CONDITIONS.

3. ALL WORK SHALL BE PERFORMED WITH QUALITY WORKMANSHIP, TO THE
APPROVAL AND SATISFACTION OF THE ENGINEER.

4. ALL WORK, MATERIAL AND INSTALLATION SHALL CONFORM TO THE LATEST
EDITIONS OF LOCAL, STATE AND NATIONAL CODES AND ORDINANCES.

5. CONTRACTOR TO VERIFY ANY CHANGES TO THIS SCOPE OF WORK WITH

ENGINEER PRIOR TO ROUGH-IN OR INSTALLATION.

POST CONSTRUCTION PHASE GENERAL NOTES

CONTRACTOR SHALL PROVIDE RECORD DRAWINGS TO ENGINEER. DRAWINGS
SHALL INCLUDE ALL ADDENDUM ITEMS, ACCEPTED REQUESTS FOR
INFORMATION (RFI'S), CHANGE ORDERS, ALTERATIONS, REROUTING, FIELD
SKETCHES, MARK-UPS, ETC.

SYSTEMS SHALL BE TESTED FOR PROPER OPERATION. IF TESTS SHOW THAT
WORK IS DEFECTIVE, CONTRACTOR SHALL MAKE CORRECTIONS NECESSARY AT
NO COST TO OWNER.

CONTRACTOR'S FAILURE TO ORDER OR RELEASE ORDER FOR MATERIALS
AND/OR EQUIPMENT WILL NOT BE ACCEPTED AS A REASON TO SUBSTITUTE
ALTERNATE MATERIALS OR EQUIPMENT.

SYSTEMS AND THEIR COMPONENTS SHALL BE COMPLETE, OPERABLE AND
READY FOR CONTINUOUS OPERATION.

SCOPE

THE SCOPE OF WORK COVERED HEREIN CONSISTS OF FURNISHING ALL LABOR,
MATERIALS, NECESSARY EQUIPMENT, AND SERVICES TO COMPLETE THE
DESIGN AND RELATED WORK IN FULL ACCORDANCE WITH THESE DRAWINGS, AS
SPECIFIED HEREIN, OR BOTH, AND IS SUBJECT TO THE TERMS AND CONDITIONS
OF THE CONTRACT.

CODES, RULES, PERMITS, AND FEES

THE CONTRACTOR (MECHANICAL, ELECTRICAL AND PLUMBING) IS GENERALLY
RESPONSIBLE TO ENSURE ALL WORK, BOTH OLD AND NEW, COMPLIES WITH THE
APPLICABLE CODE (SPECIFIED BY THE JURISDICTION IN WHICH THE WORK IS
BEING COMPLETED) AS WELL AS ANY APPLICABLE LOCAL CODES, STATE CODES,
ADDENDUMS, AND ORDINANCES.

SHOP DRAWINGS

SHOP DRAWINGS FOR MATERIALS OR PRODUCTS SPECIFIED HEREIN AND/OR
INDICATED ON DRAWINGS BY TRADE NAME, MANUFACTURER'S NAME OR
CATALOG NUMBER SHALL BE PROVIDED AS SPECIFIED.

SUBSTITUTIONS FOR EQUIPMENT SPECIFIED IN THIS SCOPE OF WORK MUST BE
SUBMITTED TO ENGINEER FOR APPROVAL PRIOR TO COMMENCING WORK.

COOPERATION WITH OTHER TRADES

THE SUBCONTRACTOR SHALL GIVE FULL COOPERATION TO OTHER TRADES AND
SHALL FURNISH, IN WRITING, TO THE CONTRACTOR, WITH COPIES TO THE
ENGINEER (OR ARCHITECT), ANY INFORMATION NECESSARY TO PERMIT THE
WORK OF ALL TRADES TO BE INSTALLED SATISFACTORILY AND WITH THE LEAST
POSSIBLE INTERFERENCE OR DELAY. COORDINATE ALL INFORMATION ON
EQUIPMENT FURNISHED BY OTHERS BEFORE BEGINNING INSTALLATION.

CUTTING, PATCHING AND FINISHING

UNLESS NOTED OTHERWISE THE CONTRACTOR SHALL DO ALL CUTTING,
DRILLING, ETC. REQUIRED FOR WORK UNDER THIS SECTION OF THE
SPECIFICATION, INSIDE THE BUILDING.

MATERIAL AND WORKMANSHIP

ALL MATERIALS AND APPARATUS REQUIRED FOR THE WORK SHALL BE NEW
UNLESS INDICATED OTHERWISE IN THE PLANS.

RECORD DRAWINGS

THE CONTRACTOR SHALL KEEP ACCURATE RECORDS OF CHANGES OR
ALTERATIONS DURING THE ACTUAL CONSTRUCTION PROCESS IF DIFFERENT
FROM THE PLANS.

THE CONTRACTOR SHALL PROVIDE THE OWNER WITH A REPRODUCIBLE SET OF
PLANS FOR EACH DISCIPLINE OF THE COMPLETE INSTALLATION ALONG WITH

FIRE ALARM SYSTEM, AS INSTALLED. THE SCALE ON THESE DRAWINGS SHALL
BE NO SMALLER THAN THE SCALE USED ON THE ORIGINAL PLANS.

TESTING

FINAL TESTS SHALL BE MADE ONLY AFTER THE ENGINEER IS SATISFIED THAT
ALL WORK HAS BEEN COMPLETED.

FINAL ACCEPTANCE

AFTER TESTING, A FINAL INSPECTION SHALL BE MADE BY THE ENGINEER AND
OTHER AUTHORIZED PERSONS WITH THE CONTRACTOR.

FINAL ACCEPTANCE OF THE PROJECT SHALL NOT SUPERSEDE THE OWNER'S
RIGHT TO REQUIRE REPLACEMENT AND/OR REPAIR ANY DEFECTIVE WORK OR
MATERIALS.

10.

11.

12.

13.

14.

UNLESS NOTED OTHERWISE, BRANCH DUCTS TO INDIVIDUAL
REGISTERS, DIFFUSERS AND GRILLES SHALL BE SAME SIZE AS
NECK INLET.

PROVIDE EQUIPMENT SCHEDULED OR INDICATED ON THE
DRAWINGS BUT NOT INCLUDED WITHIN THE SPECIFICATIONS.
INSTALLATION  SHALL CONFORM TO  MANUFACTURERS
REQUIREMENTS AND APPLICABLE CODES. SUBMITTALS SHALL BE
PROVIDED PER VENDOR SCHEDULE SUBMITTAL.

ELECTRICAL CHARACTERISTICS OF MECHANICAL EQUIPMENT
SHALL BE VERIFIED WITH ELECTRICAL DRAWINGS PRIOR TO
EQUIPMENT ORDER RELEASE. ADDITIONAL ELECTRICAL WORK
RESULTING FROM EQUIPMENT SUBSTITUTION IS THE
RESPONSIBILITY OF THE MECHANICAL CONTRACTOR.

LENGTH OF FLEXIBLE DUCTWORK SHALL BE LIMITED TO 5'-0”
MAXIMUM AND HORIZONTAL RUN WITH ONLY ONE 90 DEGREE
ELBOW IS PERMITTED. SECURE FLEXIBLE DUCTWORK WITH
SCREWS AND DRAWBANDS TO DIFFUSER. SUPPORT DUCT PER
CODE TO PREVENT SAGGING.

DUCT SIZES INDICATED ARE NET INSIDE CLEAR DIMENSIONS.

PROVIDE 18" X 18" MINIMUM ACCESS DOOR IN INACCESSIBLE
CEILINGS AND WALLS FOR EQUIPMENT REQUIRING ACCESS OR
ADJUSTMENT. COORDINATE LOCATIONS AND SUBMIT TO
ENGINEER OR ARCHITECT FOR APPROVAL PRIOR TO BEGINNING
WORK. ACCESS DOORS LARGER THAN MINIMUM SHALL BE SIZED
APPROPRIATELY TO ACCESS AND MAINTAIN EQUIPMENT. AT A
MINIMUM PROVIDE CEILING OPERATORS FOR INACCESSIBLE
M.V.D.'"S WHERE INDICATED, EQUAL TO YOUNG REGULATOR,
REMOTE GEAR OPERATED WITH CEILING ESCUTCHEON. ALL
ACCESS PANELS/DOORS SHALL BE SUBMITTED TO ENGINEERING
FOR APPROVAL PRIOR TO PROCUREMENT OF EQUIPMENT.

ITEM DESIGNATIONS INDICATED HEREON ARE FOR PURPOSES
OF THESE DOCUMENTS ONLY. CONTRACTOR SHALL VERIFY WITH
OWNERS REPRESENTATIVE ACTUAL “TAGGING” INFORMATION TO
BE PROVIDED FOR EACH ITEM OF MECHANICAL EQUIPMENT
PRIOR TO NAMEPLATE ORDER RELEASE. NAMEPLATES SHALL BE
4” X 3” BLUE PLASTIC WITH WHITE ENGRAVING AND WILL CALL
OUT NAME OF EQUIPMENT AND ELECTRICAL PANEL FED FROM
WITH VOLTAGE AND PHASE (COORDINATE WITH ELECTRICAL
CONTRACTOR AND ELECTRICAL DRAWINGS).

CEILING DIFFUSERS SHALL BE 36” MINIMUM FROM CEILING
MOUNTED SMOKE DETECTORS. COORDINATE WITH ELECTRICAL
DIVISION FOR LIGHT, SMOKE DETECTORS AND OTHER
EQUIPMENT MOUNTED ON THE CEILINGS. |IT'S THE
RESPONSIBILITY OF THE CONTRACTOR TO AVOID ANY CEILING
EQUIPMENT LOCATION INTERFERENCES.

SECURE DIFFUSERS AND GRILLES TO T-BAR CEILINGS USING
ACT CLIPS (WHERE APPLICABLE). SUBMIT SHOP DRAWINGS FOR
APPROVAL PRIOR TO BEGINNING WORK.

REFER TO ARCHITECTURAL REFLECTED CEILING PLANS FOR
ACTUAL LOCATIONS OF GRILLES AND DIFFUSERS IN CEILING, AS
WELL AS ACCESS DOORS.

COORDINATE EQUIPMENT DIMENSIONS AND LAYOUT WITH
PLUMBING DRAWINGS WHERE FLOOR SINKS ARE INDICATED.

PIPES PASSING THROUGH FIRE RATED WALLS AND FLOORS
SHALL BE SEALED WITH U.L. LISTED MATERIAL EQUAL TO 3M FIRE
BARRIER, CAULK OR PUTTY. SEALANT'S RATING SHALL MATCH
THE RATING OF THE ASSEMBLY. ANY SUBSTITUTE SHALL BE
SUBMITTED FOR APPROVAL TO ENGINEERING PRIOR TO
INSTALLATION.

PROVIDE VALVE TAGS AND PIPE IDENTIFICATION BANDS. TAGS
SHALL BE BRASS WITH CHAIN. IDENTIFICATION BANDS SHALL BE
LOCATED EVERY 25' AND ON EITHER SIDE OF ANY INTERMEDIATE
BARRIER (WALL) ALONG THE PIPE ROUTE.

TURNING VANE RUNNERS SHALL HAVE A VANE IN EVERY SLOT IN
STRICT CONFORMANCE WITH MANUFACTURERS INSTRUCTIONS
AND S.M.A.C.N.A. DUCT CONSTRUCTION STANDARDS.
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VERIFY FIT OF DUCTWORK AND PIPING PRIOR TO FABRICATION.

INSULATED PIPING EXPOSED TO VIEW (THROUGHOUT THE
FACILITY), SHALL BE COVERED FINISHED WITH PVC JACKET
EQUAL TO MANVILLE PVC AND/OR PERMA-WELD PIPE JACKETING
SYSTEM USING 30 MIL THICK JACKETS. FITTINGS, FLANGES,
VALVES AND ACCESSORIES SHALL BE JACKETED. INSTALL PER
MANUFACTURERS INSTRUCTIONS WITH SEAM ON TOP OF PIPE
SO AS NOT TO BE VISIBLE FROM OCCUPIED SPACE.

DUCTWORK LOCATED BELOW 7'-6" IN MECHANICAL ROOMS
SHALL BE EQUIPPED WITH PADDING MATERIAL ON ALL CORNERS,
EDGES AND OTHER SURFACES WHICH MAYBE HAZARDOUS.

COORDINATE AND VERIFY ACTUAL APPROVED EQUIPMENT
DIMENSIONS PRIOR TO POURING EQUIPMENT PADS.

ALL DUCT MOUNTED SMOKE DETECTORS SHALL BE ZERO
VELOCITY TYPE UNLESS OTHERWISE INDICATED ON DRAWINGS.

CONDENSATE DRAIN PIPING FROM ALL EQUIPMENT SHALL BE
INSTALLED SO AS NOT CREATE A TRIPPING HAZARD.
COORDINATE DRAIN CONNECTIONS WITH PLUMBING DRAWINGS.
CONDENSATE DRAIN TRAPS SHALL BE 3” DEEP, MINIMUM.

COORDINATE ALL CHASE, SLEEVE AND SLAB BLOCKOUT
REQUIREMENTS BEFORE CONCRETE IS POURED OR BLOCK IS
SET.

PROVIDE ACCESS DOOR IN DUCTWORK UPSTREAM OF EACH
REHEAT COIL. ACCESS DOOR TO BE EQUAL TO DUCTMATE
M.E.T.U. ROUND DUCT ACCESS DOOR.

DUCTWORK VISIBLE BEHIND DIFFUSERS, REGISTERS, OR
GRILLES SHALL BE PAINTED FLAT BLACK.

REFER TO EQUIPMENT DRAWINGS, SPECIFICATIONS AND SHOP
DRAWINGS FOR CONNECTIONS TO EQUIPMENT.

MANUAL VOLUME DAMPERS AND VALVES ON INSULATED
DUCTWORK AND PIPING SHALL HAVE EXTENDED SYSTEMS TO
ALLOW FOR THE INSULATION THICKNESS. PROVIDE MINIMUM 12”
LONG RED RIBBON QUADRANT LOCATOR ON VOLUME DAMPER
HANDLES.

PERMANENT HVAC EQUIPMENT SHALL BE SEALED OFF, KEPT
FREE FROM DEBRIS, AND SHALL REMAIN UNOPERATIONAL
DURING CONSTRUCTION. CONTRACTOR SHALL PROVIDE
TEMPORARY HEAT AS REQUIRED.

PROVIDE ONE (1) COPY OF THE TEST AND BALANCE REPORT TO
THE ENGINEER AND THE MECHANICAL INSPECTOR AT THE TIME
OF INSPECTION.

NEW WORK, ALTERATIONS OR ADDITIONS TO MECHANICAL
SYSTEMS ARE SUBJECT TO FIELD INSPECTION.

HVAC SYSTEMS SHALL BE INSTALLED IN ACCORDANCE WITH IMC
CHAPTER 3 AND LOCAL BUILDING REQUIREMENTS, CODES AND
AMENDMENTS.

DUCT CONSTRUCTION AND INSTALLATION SHALL CONFORM TO
IMC SECTION 603AND SMACNA REQUIRED INSULATION
REQUIREMENTS AND SHALL CONFORM TO IECC SECTION
C403.2.9.

FACTORY-MADE FLEXIBLE AIR DUCT INSTALLATION SHALL
CONFORM TO IMC SECTION 603.6.

INDOOR PIPE GAS REGULATOR SHALL VENT UP THROUGH ROOF
OR OUT THROUGH WALL. IF GAS REGULATORS ARE NOT
VENTED, CONTRACTOR SHALL USE VENTLESS REGULATORS.
MOTORS 3/4 HP AND LARGER SHALL BE PREMIUM EFFICIENCY.

MECHANICAL CONTROL PANELS TO BE RATED AT 5,000 SCR.

CODES

WHERE APPLICABLE, THE GUIDANCE SET FORTH IN THE 2015 IECC CODE SHALL GOVERN THE SCOPE OF WORK UNDER THIS CONTRACT. THE CODE
SECTIONS RELATING TO THE MECHANICAL SCOPE OF WORK INCLUDE, BUT ARE NOT LIMITED TO:

SECTION 302 - DESIGN CONDITIONS

SECTION 303 - MATERIALS, SYSTEMS AND EQUIPMENT

SECTION 303.3 - MAINTENANCE INFORMATION

SECTION 402 - BUILDING ENVELOPE REQUIREMENTS

SECTION 402.1 - GENERAL

SECTION 402.2 - SPECIFIC BUILDING THERMAL ENVELOPE INSULATION REQUIREMENTS

SECTION 402.3 - ROOF SOLAR REFLECTANCE AND THERMAL EMITTANCE

SECTION 402.4 - FENESTRATION
SECTION 402.5 - AIR LEAKAGE - THERMAL ENVELOPE

SECTION 403 - BUILDING MECHANICAL SYSTEMS

SECTION 406 - ADDITIONAL EFFICIENCY PACKAGE OPTIONS

SECTION 406.1 - REQUIREMENTS

SECTION 406.2 - MORE EFFICIENT HVAC EQUIPMENT PERFORMANCE

SECTION 406.5 - ON-SITE RENEWABLE ENERGY
SECTION 406.6 - DEDICATED OUTDOOR AIR SYSTEM

SECTION 407 - TOTAL BUILDING PERFORMANCE

SECTION 408 - SYSTEM COMMISSIONING

SECTION 408.1 - GENERAL

SECTION 408.2 - MECHANICAL SYSTEMS AND SERVICE WATER-HEATING SYSTEMS COMMISSIONING AND COMPLETION REQUIREMENTS

SECTION 501 - GENERAL

SECTION 502 - ADDITIONS

SECTION 503 - ALTERATIONS

SECTION 503.1 - GENERAL

SECTION 503.2 - CHANGE IN SPACE CONDITIONING
SECTION 503.3 - BUILDING ENVELOPE

SECTION 503.4 - HEATING AND COOLING SYSTEMS

SECTION 504 - REPAIRS

SECTION 504.1 - GENERAL
SECTION 504.2 - APPLICATION

SECTION 505 - CHANGE OF OCCUPANCY OR USE

J
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NEW WORK KEY NOTES:

@ CONTRACTOR TO RE-BALANCE EXISTING CEILING DIFFUSER TO
SHOWN FLOW RATE PER NEW ROOM CLASSIFICATION/LAYOUT.

2880 INTERNATIONAL CIRCLE, SUITE 110

RDC DEVELOPMENT SERWVICES
COLORADO SPRINGS, CO

EL PASO COUNTY
INTERIOR REMODEL

{(2) MODERN, DIGITAL PRINTERS AND SCANNERS, INCLUDING
MULTI-PURPOSE PRINTERS, USED IN GENERAL OFFICE
APPLICATIONS ARE NOT REQUIRED TO BE ENCLOSED IN A SEPARATE
ROOM AND EXHAUSTED IN ACCORDANCE WITH THE OCCUPANCY
CATEGORY "COPY, PRINTING ROOMS" PER ANSI/ASHRAE STANDARD HVAC
62.1 VENTILATION FOR ACCEPTABLE INDOOR AIR QUALITY. NEW WORK PLAN

(3) CONTRACTOR TO INSTALL NEW 12"x12" RETURN DUCT IN PLENUM
SPACE TO RETURN AIR TO EXISTING VAV-19 IN PLENUM SPACE
ABOVE ROOM #110-5 AND INSTALL SMOKE DAMPER IN RATED WALL
BETWEEN SPACES. DATE: ##/iHtIH#

DRAWN BY: XXX

CHECKED BY: XXX

HVAC NEW WORK PLAN PROJECT NO: 5136-21-10

A _
SCALE: 1/4" = 1'-0" &J SHEET NO:
M-H-101
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% LOW PRESSURE
" FLEXIBLE DUCT RIGID PIPE, IF NEEDED
- \l\; MAXIMUM 5'-0" LONG mi
[ SN
MVD UNLESS NOTED 20225

—
OTHERWISE
| Tl
/ / INSTALL DRAWBAND /
EXHAUST/ 1.5°A AND SEAL ALL SPIN-IN WITH MANUAL
< RETURN SUPPLY = _‘/_l\CI:ONNECTIONS VOLUME DAMPER

\ /

XLAY-IN OR SURFACE MOUNTED CEILING DIFFUSER

NOTE: THIS DETAIL APPLIES TO BOTH HORIZONTAL
AND VERTICAL INSTALLATIONS

DUCT TAKE-OFF DETAIL DIFFUSER CONNECTION DETAIL 51EC INC.

SCALE: NTS SCALE: NTS 31 NORTH TEJON ST, SUITE 304
COLORADO SPRINGS, CO 80903

FIFTYONEEC.COM

T719.368.7394

;

STRAIGHT SPIN-IN FITTING

FITTING IS TO CONTAIN MANUAL
VOLUME DAMPER WITH LOCKING
HANDLE UNLESS NOTED OTHERWISE

RETURN AIR
DIRECTION

A

TDG Architecture

DOUBLE BANDJ

FLEX DUCT

201 East Las Animas Street, Suite 113
Colorado Springs, CO 80903

719.623.5641 (Phone)
719.623.5643 (Fax)

SUPPLY AIR
DIRECTION

COUNTY

DIFFUSER RUNOUT DETAIL

SCALE: NTS
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DETAILS
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BY: JERIKA

PLOT DATE: 01/27/22 11:22 AM

REVISIONS
DATE| FOR
Ez 0CC. Rp Ra EXHAUST Pz bz Voz
OUTSIDE AIR IMC TABLE EXHAUST CFM | OUTSIDE AIR
ROOM AREA IMC TABLE
UNITTAG | MAXIMUM | = - rpap) £ ROOM 00 OCCUPANCY CLASSIFICATION 403.3.1.1 OCCUPANT CFM / SF MINIMUM | DESIGNED PER | GFM DESIGNED
NO. | UNITCFM (SF) 40331112 CONTINUOUS | NUMBER OF ZONE BREATHING
(%) SUB-NOTE | errrcTivEnEss | DENoITY CFM /PERSON CFM/SF EXHAUST FIXTURES OR POPULATION ZONE CFM OUTSIDE AIR ROOM PER ROOM
(#1000 SF) CFM / FIXTURE CFM REQUIRED
FACTOR
VAYSZ 3400 20% 110-34 974 Conference Rooms : 0.8 50 5 0.06 0 487 302 377 378
SYSTEM TOTAL 377 0 378
VAV-4-19 960 20% 110-37*** 488 Copy, Printing Rooms - 0.8 4 5 0.06 ol 0.0 29 37 100
SYSTEM TOTAL 37 0 100
*** MODERN, DIGITAL PRINTERS AND SCANNERS, INCLUDING MULTI-PURPOSE PRINTERS, USED IN GENERAL OFFICE APPLICATIONS ARE NOT REQUIRED TO BE ENCLOSED IN A SEPARATE ROOM AND EXHAUSTED IN ACCORDANCE WITH THE OCCUPANCY CATEGORY "COPY, PRINTING ROOMS" PER ANSI/ASHRAE STANDARD 62.1.
WEIGHT SUPPLY FAN CHILLED WATER COIL (# ROWS) HOT WATER HEATING
MARK MFR MODEL # TONS | (gg | O NOTES
ACFM | ESP | VvOLTS/@ | HP | MBH | EWT | LAT | GLY | GPM | MBH | EWT | LAT | GPM 51EC INC.
AH-4 TRANE 40B 50 EXISTING 4,050 21000 EXISTING EXISTING EXISTING | EXISTING | EXISTING | EXISTING | EXISTING | EXISTING | EXISTING | EXISTING | EXISTING | EXISTING 1 31 NORTH TEJON ST, SUITE 304
COLORADO SPRINGS, CO 80903
NOTES: FIFTYONEEC.COM
T719.368.7394
1 UNIT IS EXISTING.
Q
—_
EXISTING VARIABLE AIR VOLUME (VAV) SCHEDULE =N <
) -
Y 9
INLET VALVE FAN HEATING COIL D £
MARK MFR MODEL # ROOM NOTES = o
INLET DIA. MAX. CFM MIN. CFM CFM HP VOLTS / @ KW STAGES VOLTS / @ = e
o N
VAV-4-19 ENVIRO-TEC CFRQ-0811 110-37 1090 960 145 EXISTING 1/4 208/1Q -— -— -— 1 &L—) % 8
o
(7))
VAV-4-22 ENVIRO-TEC CFRQ-1424 110-34 120 3100 475 EXISTING 1/4 208/1Q -— -— -— 1 U g LJ“ ?
Evc__
NOTES: a) g > Qox%
‘T L
1 UNITS IS EXISTING. CONTRACTOR TO VERIFY UNIT IS CAPABLE OF ABOVE SPECIFICATIONS. I— g "Q,- -
Jo 33
woT 9w
T O NN
S8
S02Q
GRILLE, REGISTER & DIFFUSER SCHEDULE =gss
MARK DESCRIPTION MFR MODEL # | MOUNTING MODULE SIZE ACCESSORIES NOTES =
RG-1 RETURN GRILLE TITUS MLR-39 LINEAR SEE PLANS - 1,2 ;
NOTES: 8
1 CONTRACTOR TO MATCH EXISTING BUILDING STANDARDS. O
2 8-SLOT, 1" SLOT SPACING

EL PASO §)

2880 INTERNATIONAL CIRCLE, SUITE 110

RDC DEVELOPMENT SERWVICES
COLORADO SPRINGS, CO

EL PASO COUNTY
INTERIOR REMODEL

SCHEDULES
AND
CALCULATIONS

DATE: ##/##/##

DRAWN BY: XXX

CHECKED BY: XXX

PROJECT NO: 5136-21-10
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